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SECTI ON 013323
SHOP DRAW NGS, PRODUCT DATA, AND SAMPLES

PART 1 - GENERAL

S FOR CONSTRUCTION
, in GENERAL CONDITIONS.

1.1  Refer to Articles titted SPECIFICATIONS AND DRAWING
(FAR52.236-21) and, SPECIAL NOTES (VAAR 852.236-91)

ing laboratory samples
emsspecificallymentionedunder

1.2 For the purposes of this contract, samples] (includ
tobetested)], Submitforapproval,alloftheit

the separate sections of the previously referenced
text refers to all items collectively as SUBMITTALS

1.3 Submit for approval, all of the items specifically
separate sections of the specification, with inform

full compliance with contract requirements. Materia
theliketobeinstalledinpermanentworkshalleq
Afteranitemhasbeenapproved,nochangeinbrand

A. Satisfactory written evidence is presented to, and
Officer, that manufacturer cannot make scheduled de
or;

B. Itemdelivered has been rejected and substitution o
urgent necessity or;

C. Otherconditionsbecomeapparentwhichindicatesap
item to be in best interest of the Government.

1.4 Forward submittals in sufficient time to permit pro
approval action by Government. Time submission to a
procurement of contract - required items. Delays at
rejected submittals. Upon receipt of submittals, Ar

a file number thereto. Contractor, in contract time

15 Submittals will be reviewed for compliance with con
Architect-Engineer,andactionthereonwillbetake
of the Contracting Officer.

1.6 Upon receipt of submittals, Architect-Engineer will
thereto. Contractor, in any subsequent corresponden

and identification number to expedite replies relat
disapproved submittals.

1.7 The Governmentreservestherighttorequire additi
or not particularly mentioned in this contract. If

those required by the contract are furnished pursua
Contracting Officer, adjustment in contract price a
accordance with Articles titted CHANGES (FAR 52.243
(VAAR 852.236-88) of the GENERAL CONDITIONS.

1.8 Schedules called for in specifications and shown on
submitted for use and information of Department of
Architect-Engineer. However, the Contractor shall a
coordinating and verifying schedules. The Contracti
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fasuitable itemis an

provalofsuchsubstitute

per consideration and
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tributable to untimely and
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for completion.

tract requirements by

nbyResidentEngineeronbehalf

assign a file number
ce, shall refer to this file
ive to previously approved or

onalsubmittals,whether
additional submittals beyond
nt to request therefor by
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shop drawings shall be
Veterans Affairs and
ssume responsibility for
ng Officer and
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Architect-Engineer assumes no responsibility for ch
drawings for exact sizes, exact numbers and detaile

1.9 Submittals must be submitted by Contractor only and
Contracting Officer assumes no responsibility for c
numbers included in such submittals.

A. Submit samples required by Section 090600, SCHEDULE
guadruplicate. Submit other samples in single uni
specified. Submit shop drawings, schedules, manufac
data, and certificates in quadruplicate, except whe
specified.

B. Submittals will receive consideration only when cov
letter signed by Contractor. Letter shall be sentv
shall contain the list of items, name of Medical C
Contractor, contract number, applicable specificati
applicable drawing numbers (and other information r
identification of location for each item), manufact
Federal Specification Number (if any) and such addi
may be required by specifications for particular it
addition, catalogs shallbe markedtoindicate spec
approval.

1. A copy of letter must be enclosed with items, and a
without identification letter will be considered "u
held for a limited time only.

2. Each sample, certificate, manufacturers' literature
labeled to indicate the name and location of the Me
of Contractor, manufacturer, brand, contract number
Specification Number as applicable and location(s)

3. Required certificates shall be signed by an authori
of manufacturer or supplier of material, and by Con

C. In addition to complying with the applicable requir
preceding Article 1.9, samples which are required t
(those preceded by symbol "LT" under the separate s
specificationshallbetested, attheexpenseofCo
laboratory approved by Contracting Officer.

1. Laboratoryshallfurnish Contracting Officerwitha
thatitisfullyequippedandqualifiedtoperform
acquaintedwithspecificationrequirementsandinte
andisanindependentestablishmentinnowayconne
of Contractororwithmanufacturerorsupplierofm

2. Certificatesshallalsosetforthalistofcompara
laboratory has performed similar functions during p

3. Samples and laboratory tests shall be sent directly
commercial testing laboratory.

4. Contractor shall send a copy of transmittal letter
Engineer and to Architect-Engineer simultaneously w
material to a commercial testing laboratory.

5. Contractor shall forward a copy of transmittal lett
Engineer simultaneously with submission to a commer
laboratory.
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6. Laboratorytestreportsshallbe sentdirectlytoR
appropriate action.

7. Laboratory reports shall list contract specificatio
and a comparative list of the laboratory test resul
thatthe materialmeetsspecificationrequirements,
so certify on test report.

8. Laboratorytestreportsshallalsoincludearecomm
or disapproval of tested item.

D. If submittal samples have been disapproved, resubmi
as possible after notification of disapproval. Such
marked "Resubmitted Sample" in addition to containi
specified information required on label and in tran

E. Approved samples will be kept on file by the Reside
until completion of contract, at which time such sa
to Contractor as Contractor's property. Where noted
of specifications, approved samples in good conditi
proper locations in contract work. At completion of
are not approved will be returned to Contractor onl
Contractor's expense. Such request should be made p
the contract. Disapproved samples that are not requ
Contractor will be discarded after completion of co

F. Submittal drawings (shop, erection or setting drawi
required for work of various trades, shall be check
technically qualified employees of Contractor for a
and compliance with contract requirements. These dr
shall be stamped and signed by Contractor certifyin

1. For each drawing required, submit one legible photo
vellum reproducible.

Reproducible shall be full size.

Each drawing shall have marked thereon, proper desc
includingMedical Center location, project number, m
number, referencetocontractdrawingnumber, detai
Specification Section Number.

4. Aspace 120 mm by 125 mm (4-3/4 by 5 inches) shall
drawing to accommodate approval or disapproval stam

5. Submit drawings, ROLLED WITHIN A MAILING TUBE, full
shipment.

6. Onereproducible printof approved or disapproved s
forwarded to Contractor.

7. When work is directly related and involves more tha
drawings shall be submitted to Architect-Engineer u

1.10  Samples (except laboratory samples), shop drawings,
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2520 Renaissance Boulevard
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1.11  Atthetime oftransmittal to the Architect-Enginee r, the Contractor shall
also send a copy of the complete submittal directly to the Resident Engineer.
1.12  Sanpl es (except laboratory samples) for approval shall be sent to
Architect-Engineer, in care of Resident Engineer, V A Medical Center, 1400 Black

Horse Hill Road, Coatesville, Pennsylvania 19320.

PART 2 - PRODUCTS (Not used)

PART 3- EXECUTION (Not used)
---END---
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